7 union Carbide City Sistersville  sme . Va.
* ZATION OF TRANSFORMER Tc [Nomser 14
’/;aﬁcn Name or Number Waste prosa} {3 indoor [R Outdoor [ Roof
) (De-energjﬂz_ed) 32-H-1 K3 Ground [ Platform __ Fi {7 Pole
Unit Or Ta;g Number _____Spare : i i
: NAMEPLATE INFORMATION & ol
Manufacturer Westinghouse Primary Volts 4160 Gal. 630 ] Askarel ;
Serial Number . 6537238 Secondary Volts 480 Impedence 7:4 —_
KVA Rating ___. 1500 Phase/Cycle 3/60 Other
Radiators ___ [¥] Yes ) No  Conservator Tank [JYes meXx]No Top Valve el ». Accessibility - Power on Power off
Fans . .. 7] Yes [x] No Tap Changer Comp. [JYes JNo Bottom Valve 1" ;Zﬁ;?o 5 5
HoO Cooled [] Yes g No - Bushings: [ Top [xJ Side Other Access OK Other
ReRefining Parking g Y tose distance Feet Power 3 g No - Voltage g ffgﬁég
TRANSFORMER LIGUID TEST DATA
DATE  |Service| LEVEL | TEme. | Pov ‘DIEL AciD.{ T |cotor é’:fg,f{stwsum tEAKS | PAINT cﬂ'&s RECOMMEND
v O6/78IMTL| L 20 -% 1 43 10.03 |35.1 |2.5]0.880 Clr |None|Good| Good Retest 1 yr.
2le/80 IMTLI N [22 =1 43 10.03 135.412.5 _880 i Clr !None!Good ! Good Retest 1 yr
° 17/80 |WATHR CONTENT TESTED| BY KARL FISCHER : 46.0 PPM
2 {8-81 iMTL | N 20 0 40 ]0.04 33.6 {2.5 {0.8801Clr [NoneiGood! Good : Retest 1 yr
=2 9-81 |KF WATER CONTENT TESTED BY KARL FISGHER 27 PPM? Water
\.. _ ’
7
ia :
? i
» §
‘n '
12 i
13
14
151 _
6] N
17
18 |
11°4
20
2 {
® §
24} 9.81 PCB CPNTENT|TESTED BY [ELECTRON CAPTURE 25 PPM| Green Label
2 [1979 SUN OHIO TEJTED FQR PCB e UNDER 500 PPM °

of S. D. MYERS, INC.
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